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1. 200mm SEPARATION REQUIRED BETWEEN DUCT (PENETRATION) EDGES
HORIZONALLY AND VERTICALLY AS PER STRUCTURAL DESIGN, TO
ALLOW FOR REBAR.

2. ALL PENETRATIONS FOR 11kV CABLS ARE 160mm OD AND ALL
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TO BS EN1366-3.
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